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List PWS ID #s for all Community Water Systems included in this CCR

The Federal Safe Drinking Water Act (SDWA) requires each Community Public Water System (PWS) to develop and distribute a Consumer
Confidence Report (CCR) to its customers each year. Depending on the population served by the PWS, this CCR must be mailed or delivered to
the customers, published in a newspaper of local circulation, or provided to the customers upon request. Make sure you follow the proper
procedures when distributing the CCR.

CCR DISTRIBUTION (Check all boxes that apply.)

2( Advertisement in local paper (Attach copy of advertisement) L)w a3 L ,) A
o On water bills (Attach copy of bill)

o Email message (Email the message to the address below)
o Other
DIRECT DELIVERY METHOD (Attach copy of| publlcat/on water M orother) e e ;DA'IL]S'SL_I,ED =
o Distributed via U. S. Postal Mail

o Distributed via E-Mail as a URL (Provide Direct URL):

| INDIRECT DELIVERY METHODS (Attach copy of, publlcatlon water bill or other) J DATE ISSUED

— e — 0

o Distributed via E-Mail as an attachment

o Distributed via E-Mail as text within the body of email message
)(Published in local newspaper (attach copy of published CCR or proof of publication) é ~ g”j - A0\
o Posted in public places (attach list of locations)

o Posted online at the following address (Provide Direct URL):

CERTIFICATION
I hereby certify that the CCR has been distributed to the customers of this public water system in the form and manner identified
above and that | used distribution methods allowed by the SDWA. | further certify that the information included in this CCR is true
and correct and is consistent with the water quality monitoring data provided to the PWS officials by the MSDH, Bureau of Public

Water Supply.
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“Name Title Date
SUBMISSION OPTIONS (Select one method ONLY)
You must email, fax (not preferred), or mail a copy of the CCR and Certification to the MSDH.

Mail: (U.S. Postal Service) Email: water.reports@msdh.ms.gov
MSDH, Bureau of Public Water Supply
P.O. Box 1700 Fax: (601) 576-7800 (NOT PREFERRED)

Jackson, MS 39215

CCR DEADLINE TO MSDH & CUSTOMERS: BY JULY 1, 2021
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We're pleased to present to you this year's Annual Quality Water Report. This report is designed to inform you about the quality water and services we
deliver to you every day. Our constant goal is to provide you with a safe and dependable supply of drinking water. We want you to understand the
efforts we make to continually improve the water treatment process and protect our water resources. We are committed to ensuring the quality of your
water.

If you have any questions about this report or concerning your water utility, please contact Randle Miskelly at 662.837.4940. We want our valued
customers to be informed about their water utility. If you want to learn more, please attend any of our regularly scheduled meetings. They are held on
the first Tuesday of each month at 6:00 PM at the Falkner City Hall.

Our water source is from wells drawing from the Coffee Sand and Ripley Aquifers. The source water assessment has been completed for our public
water system to determine the overall susceptibility of its drinking water supply to identified potential sources of contamination. A report containing
detailed information on how the susceptibility determinations were made has been furnished to our public water system and is available for viewing
upon request. The wells for the Town of Falkner have received moderate susceptibility rankings to contamination.

We routinely monitor for contaminants in your drinking water according to Federal and State laws. This table below lists all of the drinking water
contaminants that we detected during the period of January 1% to December 31%, 2020. In cases where monitoring wasn't required in 2020, the table
reflects the most recent results. As water travels over the surface of land or underground, it dissolves naturally occurring minerals and, in some cases,
radioactive materials and can pick up substances or contaminants from the presence of animals or from human activity; microbial contaminants, such
as viruses and bacteria, that may come from sewage treatment plants, septic systems, agricultural livestock operations, and wildlife; inorganic
contaminants, such as salts and metals, which can be naturally occurring or result from urban storm-water runoff, industrial, or domestic wastewater
discharges, oil and gas production, mining, or farming; pesticides and herbicides, which may come from a variety of sources such as agriculture, urban
storm-water runoff, and residential uses; organic chemical contaminants, including synthetic and volatile organic chemicals, which are by-products of
industrial processes and petroleum production, and can also come from gas stations and septic systems; radioactive contaminants, which can be
naturally occurring or be the result of oil and gas production and mining activities. In order to ensure that tap water is safe to drink, EPA prescribes
regulations that limit the amount of certain contaminants in water provided by public water systems. All drinking water, including bottled drinking water,
may be reasonably expected to contain at least small amounts of some contaminants. It's important to remember that the presence of these
contaminants does not necessarily indicate that the water poses a health risk.

In this table you will find many terms and abbreviations you might not be familiar with. To help you better understand these terms we've provided the
following definitions:

Action Level - the concentration of a contaminant which, if exceeded, triggers treatment or other requirements which a water system must follow.
Treatment Technique (TT) - A treatment technique is a required process intended to reduce the level of a contaminant in drinking water.

Maximum Contaminant Level (MCL) - The "Maximum Allowed” (MCL) is the highest level of a contaminant that is allowed in drinking water. MCLs are
set as close to the MCLGs as feasible using the best available treatment technology.

Maximum Contaminant Level Goal (MCLG}) - The "Goal"(MCLG) is the level of a contaminant in drinking water below which there is no known or
expected risk to health. MCLGs allow for a margin of safety.

Maximum Residual Disinfectant Leve! (MRDL) — The highest level of a disinfectant allowed in drinking water. There is convincing evidence that addition
of a disinfectant is necessary to control microbial contaminants.

Maximum Residual Disinfectant Level Goal (MRDLG) — The level of a drinking water disinfectant below which there is no known or expected risk of
health. MRDLGs do not reflect the benefits of the use of disinfectants to control microbial contaminants.

PWS ID#: 0700005 TEST RESULTS

Contaminant Violation Date Level Range of Unit MCLG MCL Likely Source of Contamination
Y/N Collected Detected | Detects or # of | Measurement
Samples
Exceeding
MCL/ACL

Inorganic Contaminants

10. Barium N 2019* .2255 .1439 - 2255 ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

13. Chromium N 2019* 14.9 7-14.9 ppb 100 100 | Discharge from steel and pulp
mills; erosion of natural deposits
14. Copper N 2018/20 4 0 ppm 1.3 AL=1.3 | Corrosion of household plumbing

systems; erosion of natural
deposits; leaching from wood
preservatives

16. Fluoride N 2019* 132 122 - 132 ppm 4 4 | Erosion of natural deposits; water
additive which promotes strong
teeth; discharge from fertilizer
and aluminum factories

17. Lead N 2018/20 0 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits




Disinfection By-Products
N

81. HAAS 2020 8 No Range ppb 0 60 | By-Product of drinking water
disinfection.
82. TTHM N 2020 2.8 No Range ppb 0 80 | By-product of drinking water
[Total chlorination.
trihalomethanes)
Chlorine N 2020 1.6 1.3-1.9 ppm 0| MDRL =4 | Water additive used to control
microbes
PWS ID#: 0050016 TEST RESULTS
Contaminant Violation Date Level Range of Unit MCLG MCL Likely Source of Contamination
Y/N Collected Detected | Detects or # of | Measurement
Samples
Exceeding
MCL/ACL

Inorganic Contaminants
8. Arsenic N 2020 .8 No Range ppb n/a 10 | Erosion of natural deposits; runoff
from orchards; runoff from glass
and electronics production wastes
10. Barium N 2020 .0405 No Range ppm 2 2 | Discharge of drilling wastes;
discharge from metal refineries;
erosion of natural deposits

13. Chromium N 2020 2.4 No Range ppb 100 100 | Discharge from steel and pulp
mills; erosion of natural deposits
14. Copper N 2017/19* 3 0 ppm 1.3 | AL=1.3 | Corrosion of household plumbing

systems; erosion of natural
deposits; leaching from wood
preservatives

16. Fluoride N 2020 124 No Range ppm 4 4 | Erosion of natural deposits; water
additive which promotes strong
teeth; discharge from fertilizer
and aluminum factories

17. Lead N 2017/19* 2 0 ppb 0 AL=15 | Corrosion of household plumbing
systems, erosion of natural
deposits

Sodium N 2019* 10000 3300 - 10000 ppb 0 0 | Road Salt, Water Treatment

Chemicals, Water Softeners and
Sewage Effluents.

Disinfection By-Products

Chlorine N 2020 1.7 1.6-1.8 ppm 0| MDRL =4 | Water additive used to control
microbes

* Most recent sample. No sample required for 2020.

As you can see by the table, our system had no violations. We're proud that your drinking water meets or exceeds all Federal and State requirements.
We have learned through our monitoring and testing that some contaminants have been detected however the EPA has determined that your water IS
SAFE at these levels.

We are required to monitor your drinking water for specific contaminants on a monthly basis. Results of regular monitoring are an indicator of whether
or not our drinking water meets health standards. In an effort to ensure systems complete all monitoring requirements, MSDH now notifies systems of
any missing samples prior to the end of the compliance period.

If present, elevated levels of lead can cause serious health problems, especially for pregnant women and young children. Lead in drinking water is
primarily from materials and components associated with service lines and home plumbing. Our water system is responsible for providing high quality
drinking water, but cannot control the variety of materials used in plumbing components. When your water has been sitting for several hours, you can
minimize the potential for lead exposure by flushing your tap for 30 seconds to 2 minutes before using water for drinking or cooking. If you are
concerned about lead in your water, you may wish to have your water tested. Information on lead in drinking water, testing methods, and steps you can
take to minimize exposure is available from the Safe Drinking Water Hotline or at http://www.epa.gov/safewater/lead.

All sources of drinking water are subject to potential contamination by substances that are naturally occurring or man made. These substances can be
microbes, inorganic or organic chemicals and radioactive substances. All drinking water, including bottled water, may reasonably be expected to contain
at least small amounts of some contaminants. The presence of contaminants does not necessarily indicate that the water poses a health risk. More
information about contaminants and potential health effects can be obtained by calling the Environmental Protection Agency’'s Safe Drinking Water
Hotline at 1.800.426.4791.

Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-compromised persons such as persons
with cancer undergoing chemotherapy, persons who have undergone organ transplants, people with HIV/AIDS or other immune system disorders,
some elderly, and infants can be particularly at risk from infections. These people should seek advice about drinking water from their health care
providers. EPA/CDC guidelines on appropriate means to lessen the risk of infection by cryptosporidium and other microbiological contaminants are
available from the Safe Drinking Water Hotline 1.800.426.4791.

NOTICE: The report will not be mail to each customer, however a copy an be obtained at our office.




2020 Arnual Drinking Water Quality Report
Town of FaiknenBlackjack Water Association
PWS#: 0700005 & 0050018

June

2021

Wa're pleased {o presant 1o you this year's Annual Quality Waler Report. This report Is desigred (o !nfarm you about the quallty water and services wa
deltver o you svery day. Our constent goal Is o provide you With & sefe and dependable supply of drinking water. Ve veant you 1o undesstand the
efforts we make lo continually improve {he walet trealment process end prolsct our water resourtes. We are commilled to ensurng the quality of your

water,

If you'have any questions about this fepont of conceming:yew water Uliily, please contacl Rendle Miskelly al 652 637 4640, We want our valued
custemen to be informed abaut their water ulility. If you wani to lean meny, plezse atfend amy of aur regularly schadiipg maelings, They ase neld on
{he first Tueaday of each monlh at &:00 PM st the Faikner City Hall

OQur water sourca is from wails drawing from the Cafiee Sand and Ripley Aquifers: The source water assessment has been completed for our public

the overa

water system to

of ils drinking waler supply to identified potential sources of contamination, A rapen conlalning

detalled Informalion on how the suscepiiblity determinations wers made has been furnished (c our publlc water system and Is available far viewing
upon request The vaells far the Town of Falkner have received moderate suscapliblilty rankings fo comamination.

We roulisely. monifor for contaminants it your drinking wa\er soogrding to l'edEraI and Stade lava. Thia (abje beiow lgts alf of the drinking woles
conleminants (hat v delegted during the parded of January 1* fo Decambes 31°
reflects the mast recent results. Ag water travels over the surface of land or undefgmund it dissolves naturally occurring mirterals and, in some cases,
13 fram the
as viruses and bactera, that may come from sewage trealment planls, seplic syslems, apricufturat livasiock operstions, and wildlife; inorganic
confaminants, such as sails and metals, which can be naturally occurring of reault from urban stom-water runoff, Industrial, or domestlc waslevatar

radloactive materials and can pick up

, 2020 [0 gasss whe maniforing wasnT sequired (n 2020, the luble

oll and gas p
wum-vnlarmn&f and
and

m:' m’ganlc

or

naturalty occurring or be tfe reeutt of oif and gas productidn
regulations thel fimit the amount of certaln contaminanis in
may be reasonably expected to contain st least smail amounis of some

. Ingluting sy

\«g“v’orwwwm

lo

of anlmals or from human activilty; microbial contaminants, such

mining, or farming; pesﬁcldes and herhicides, which may come from a variety of sources such es agricullure, urban
lig end volatile organic chesvileals, which
\, 8nd can also comy ffem gas stallans and seplic systoms:; radiogkie comtampRATtS, wehich ¢2n be
In ¢rde; 10 anisure that tap waler [s safa to drink, ERA pe

waler systems. All drinking water, including bottied drinking whts,
. s

are by-products of

that the presence of these

conlaminants does not necesaailly Indicate thal the waler poses a heaith risk

In this 1abie you will find many terms and abbreviallans you might not be famillar with. To hefp you better understand these terms we've provided ine

following deflnltions:

Action Lovel - the

Traatmen! Te iq

ofa

wich, if

an-A

triggers

of olher requl

which & water syalem must follow.

is & raquired process Intended ta reduce the level of a eontaminanl in drinking water.

Maximum Gonlaminamt Level (MCL) - The *Maximur Allowed™ (MCL) is the highest level of a contaminant thal is aliowed In drinking water, MCLs are
sef as close lo the MCLGs as feaslble using the bast avallable treatment technalagy.

Maximum Contaminant Lave! Goal (MCLG) - The “Goal(MCLG) s the fevel of a contaminant [n ddnldng water below which there la no known or
expectad risk (o health. MCLGs allow for a margin of safety.

Maximum Residual Disinfectant Leval (MRDL) ~ The highesl leve! of = dicin"ectant aliowed in drnking water, There |8 convincing evidence thal addillon
of a disinfactant Is necsssary to controf micrabial contaminants

Maximum Resfdus! Disinfectan] Leve! Goll ,‘MRO!.G) The iavel of a diinking watar disinfectant bejavs which ihere i3 no knowm or expected fisk of
uizof

health. 0 1ol diginy o contrsl mictabiai contaminanls
|
PWS ID#: 6760005 TEST RESLLTS
Contaminant Viclalicn Duin lavsi Ranys ot Une | MCLG 2[5 8 L'kaly Source of Gentamination
YiN Gollacted | Detected | Detects or 4 of | Measurement |
Samples |
] Exceeding
] MCL/ACL i
Imorganic Contaminants
4C. Barium ] 2018° | 2255 1438- 3255 | pbm 2 | Digcharge of dilling wasles;
dlacharge frem metal refineries;
f— : arasion gf netural oSty
13: Chromium N 2018 ‘. 14.9 7149 102 | Discharge from sleel and puip
| ; erosion of natural ;
114 Copper N 201820 | 4 0 f1.=1.3 | Corrosion of hausehold plumbing
systems, erosion of natural
| deoosgits; leaching from wood
| _ | preservatives
6. Fluonide N 019" 132 122 - 132 | g + 4 | Erosicn of natural deposits; waler
| additive which promates sirong
leeth; discharge from fertitizer
e e S and aluminua) factorias
17 Lead N 2015f20 4] s prRb 4] AL=15"| Carrosion of household plumbing
systemns, efosion of natural
1 denostia
| Disinfection Bg -Products L S i, t =)
W |6 Mo Ramgs w6 1 0] 50 | By-Product of drnking waie-
| A _! - . infocdien,
[ 82, TTHM. N 2020 l 2.8 1 No Ranga oph ] A0 | By-product of dri
[Tml [ | chlorration,
4 melhznes) e i ! E i
Chlasine N 2090 [*R f3-1% L opptl o] HORL =< | Water additive used to contral
J. . ] L. ‘ - = e T S S ————1
| PWS ID#: 0050016 TEST RESULTS
Contaminan Wialation Dale Level Rangs of [T | MGLG: MGL | Uikely Soirce of Contamination
| YIN Collected | Delected | Delects or ¥ of | Messtiemnt |
Samples
| | Exoesding
| Met.w:a. 1
Inorganic Confaminants X
8, Asenic N -1_2010 8 Mo Range prb na 10 | Erosion of natural depasits; rurio
| from crchards; runoff from glass
. L and ¢lectronics srotuction wasies
10 Barium M | 2020 0405 Mo Range apm 2 2 | Diseharge of drilling wastas,
discharge from metal refineres;
| 1 eroslon of natural degosita
13 Chromum N 1 2020 124 No Raage b i 100 100 | Discharge fram steel and pulp
| 0 !_ mills: eroalon of naiural deposila
14 Copper N I 2017119* 3 g zpm i 13| AL=13{ Cosrosion of heusehold plumbing
| syslems; erasicn of natural
deposlts; leaching (rom wood
[ reseryatives i
' 116: Fluoride N 2020 124 Mo Rango ppm 4 4 | Eroslon of natural depcsils; v
1 i_ ogdith which gromolés stiong
l teeth; dlechangs fom fertilizer
N [ and sluininuim taciones =
17 Lead N ' 2017119~ |2 a b | 9 =15 | Corrasion of heusahuld plumbing
uysleims, erasicn of natural
5
Sodium [ 2 10000 3300 10000 | m | [ 9 | Rood Szi. Waler Toalmaet
Ciwmicals, Wate: Soflenurs and
= =1 S Efffuarts
Disinfection By-Pmducts = -
Chloring 2020 1 1618 | ppe I 0| MORL=4 | Water 34dis usad o snotrol
! I | microbes

* Mot reent samply. Mo sample u.;uhdﬁ!r 2020,
A% yeu c4n 2me by 4 table, our systam had no violatlons, We're proud that your aninking water msets of sxceeda all Federa) and State requirements
We hava anﬁ\ilfwﬂrl sty monitordng ead ‘esting that scme conterinants have baen delectec however the EPA nas datermined that your waler 1S

SAFE ot hess uvel

We are required to meniter your drinking vater for
health ylasdards.

of Aot our drinking waler mests

any missing samples prior to the end of the compliance period.

wpacic cenfaminants on a monthly basis. Sasulls of regul
In 40 effort lo ensure systems complets all maniloring wm'mnll. MSDH now natifies syatems of

i moshiering am an nacator of whethe!

If oresent. elavated levels of lead can causa serous healih prablams, espacially for oregnant women and youna children. Lesd In drinking water ls




